1645 SF
1645 SF
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TOTAL AREA

848 SF

GARAGE FLOOR AREA
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NEW HOME PLAN SPECIFICATIONS

FOUNDATION INFORMATION
« HOUSE FOUNDATION
8" x 8'-0" POURED CONCRETE WALL
« GARAGE FOUNDATION
6" x 4'-0" POURED CONCRETE WALL
« PORCH/PATIO FOUNDATION (UNEXCAVATED)
6" x 4'-0" POURED CONCRETE WALL (MIN. 4'-0" TALL)

e WALL THICKNESS FOR REPRESENTATION ONLY-
MASON/CONTRACTOR TO VERIFY

e FINAL WALL/POST FOOTING SIZE AND DEPTH
DETERMINED BY CONTRACTOR

e MASON TO LOCATE PILASTERS AND SIZE FOOTINGS PER
CODE AND SOIL CONDITIONS

e WINDOWS/DOORS TO BE SET IN CONCRETE WALL- MAKE
R.O. 3" BIGGER IN WIDTH AND HEIGHT

e BEARING WALLS TO SIT ON MIN. 16" X 8"CONT.
CONCRETE FOOTINGS, STUDS @ 16" O.C.

WALL INFORMATION
* STUDS @ 16" O.C. (UNLESS NOTED/SHOWN OTHERWISE)
+ HOUSE EXTERIOR
FIRST FLOOR WALL HEIGHT: 2 x 6 x 8' 1 1/8"
(UNLESS NOTED/SHOWN OTHERWISE)
« HOUSE INTERIOR
FIRST FLOOR WALL HEIGHT: 2 x 4 x 8' 1 1/8"
(UNLESS NOTED/SHOWN OTHERWISE)
* GARAGE
WALL HEIGHT: 2 x 4 x 9'-3 1/4"
(UNLESS NOTED/SHOWN OTHERWISE)

ELOOR SYSTEMS
e BASEMENT
4" CONCRETE SLAB
e FIRST FLOOR
11 7/8" I-JOIST @ 16" O.C.
e STANDARD LOADING (PER SQ. FT.)
40# LL. 15# DL.
o ADDITIONAL LOADING (PER SQ. FT.) (WHEN APPLICABLE)
10# DL. FOR TILE FLOOR
13# DL. FOR GYPCRETE.(1.5" THICK)
20# DL. FOR FIREPLACE FACE/HEARTH
25# DL. FOR GRANITE/QUARTZ

* DEFLECTION: LL=L/480, TL=L/360
e DURATION OF LOAD: 1.00%

ROOF SYSTEMS

« ENGINEERED WOOD TRUSSES @24" O.C.
DESIGNED FOR: ZONE 2

« STD. LOADING (PER SQ. FT.)
30# TCLL, 10# TCDL, 10# BCDL

e DEFLECTION: LL=L/240, TL=L/180

« DURATION OF LOAD: 1.15%

HEADERS

e STANDARD HEADER
ALL HEADERS NOT LABELED AS LVL TO BE MIN. (2) 2x10'S
HEADER FOR ON-SITE (UNLESS VALUE ENGINEERED FOR
OFF-SITE CONSTRUCTION)

e TOP OF WINDOW R.O.S.
FIRST FLOOR @ 6'-11 3/8" ABOVE SUBFLOOR
(UNLESS NOTED/SHOWN OTHERWISE)

e MINIMUM OF (2) SHOULDER STUDS AT EACH END

FOR ALL OPENINGS 6’-0” AND LARGER

GENERAL INFORMATION

e ALL DIMENSIONS ARE TO THE ROUGH STUD (UNLESS

NOTED OTHERWISE)
2X6 WALLS=5 12", 2X4 WALLS =3 2"

e ALL DIMENSIONS ARE TO OUTSIDE OF FOUNDATION
WALLS/BRICK LEDGES

e GENERAL CONTRACTOR TO LOCATE THE FOLLOWING
ITEMS IN THE FOUNDATION (WHEN APPLICABLE)

FLOOR DRAINS, ELECTRIC SERVICES, WATER HEATER,
SUMP PIT + PUMP, FURNACE, GAS/LP LINE, BASEMENT,
WINDOWS,ETC.

e ACTUAL STEPS IN FOUNDATION WALLS AND LOCATION OF
WINDOW WELLS TO BE DETERMINED ON-SITE BY GENERAL
CONTRACTOR

e DECK FRAMING SPECIFICATION TO MEET OR EXCEED
REQUIREMENTS DEFINED WITHIN "APPENDIX B" OF THE WI
UNIFORM DWELLING

e ALL CABINET LAYOUTS ARE CONCEPTUAL-CONSULT
CABINET DESIGNER FOR EXACT SIZES AND LOCATIONS OF
CABINETS, APPLIANCES, AND WINDOWS

e ALL DOOR HEIGHTS ARE 6'-8" UNLESS NOTED/SHOWN
OTHERWISE

EXTENT OF HEADER WITH SINGLE PORTAL FRAME
PANEL

2'-18 FINISHED WIDTH OF OPENING
FOR SINGLE OR DOUBLE PORTAL

i [}

4’ MAX PONY -
WALL HEIGHT

MIN. 3" X 11-1/4" NET HEADER
STEEL HEADER PROHIBITED

FASTEN SHEATHING TO HEADER WITH 8D
COMMON OR GALVANIZED BOX NAILS IN 3" GRID
PATTERN AS SHOWN

HEADER TO JACK-STUD STRAP ON BOTH SIDES
OF OPENING OPPOSITE SIDE OF SHEATHING;
STRAP CAPACITY SHALL EQUAL 1,000 LBS. OR
4,000 LBS. WHEN PONY WALL IS PRESENT

MIN. DOUBLE STUD FRAMING COVERED WITH MIN.
7/16” THICK WOOD STRUCTURAL PANEL
SHEATHING WITH 8D COMMON OR GALVANIZED
| BOX NAILS AT 3" O.C. IN ALL FRAMING (STUDS,
S BLOCKING, AND SILLS) TYP.

12' MAX TOTAL WALL HEIGHT

10 MAX. PANEL HEIGHT

MINIMUM PANEL LENGTH ~
WALL HEIGHT, ft. 8 910 1 12

PANEL LENGTH, in. 16 18|20 22 24

MIN. (2) 1/2" DIAMETER ANCHOR BOLTS
- INSTALLED PER S. SPS 321.18 (1) (c), WITH
2" X 27X 3/16" PLATE WASHER

OVER CONCRETE OR MASONRY BLOCK FOUNDATION

i
] NAIL SOLE PLATE TO

——WOOD STRUCTURAL PANEL JOIST PER TABLE IN
CH.

SHEATHING TO TOP OF BAND OR
RIM JOIST

APPENDIX A

OVER RAISED WOOD FLOOR - FRAMING ANCHOR OPTION
o WOOD STRUCTURAL NAIL SOLE PLATE TO
. ; = PANEL SHEATHING \(J:%ISQPZEBF‘Z;AELE IN
SE3 CONTINUOUS OVER BAND
3° OR RIM JOIST ARPENDECA
N
i
e -
1
OVER RAISED WOOD FLOOR - OVERLAP OPTION
FRONT ELEVATION

Note: Steel headers are permitted if designed by structural analysis.

EXTENT OF HEADER WITH DOUBLE PORTAL FRAMES (TWO PORTAL FRAME PANELS)

Figure 321.25-A

METHOD PF - PORTAL FRAME BRACE CONSTRUCTION

TENSION STRAP (ON
OPPOSITE SIDE OF
SHEATHING)

WSP OR CS-WSP
BRACE PANEL

IF NEEDED PANEL
SPLICE EDGES SHALL
OCCUR AND BE
ATTACHED TO
COMMON BLOCKING
WITHIN 24" OF WALL .
MID- HEIGHT. ONE ROW -
OF 3" 0.C. NAILING IS

REQUIRED IN EACH

PANEL EDGE.

TYPICAL PORTAL
FRAME CONSTRUCTION

COMMON STUD AND ~
ONE OR MORE

SHOULDER STUDS

PER S. SPS 321.25 (3)

®

ANCHOR BOLTS PER
SPS'S.321.18 (1) (c)

(2) FRAMING ANCHORS
APPLIED ACROSS

SHEATHING JOINT WITH A

CAPACITY OF 670 LBS IN

THE HORIZONTAL AND

VERTICAL DIRECTIONS

WOOD STRUCTURAL PANEL
SHEATHING OVER
APPROVED BAND OR RIM ot

;
I

JOIST =
[

ATTACH SHEATHING TO
BAND OR RIM JOIST WITH
8D COMMON NAILS AT 3"
0.C. TOP AND BOTTOM

SHEATHING OVER
APPROVED BAND OR RIM

WOOD STRUCTURAL PANEL [
1
JoisT f

SECTION

Note: As shown in the above cross—section, 1/2—inch gypsum wallboard is not required on the interior side of the wall.

FASTEN TOP PLATE TO
HEADER WITH TWO
ROWS OF 16D SINKER
NAILS AT 3" O.C. TYP.

MIN. 7/16” WOOD
STRUCTURAL PANEL
SHEATHING

MIN. 2X4 STUDS WITH
PONY WALL HEIGHT UP TO
2'; MIN. 2X6 STUDS WITH
PONY WALL HEIGHT
GREATER THAN 2.

NAIL SOLE PLATE TO
JOIST PER TABLE

IN CH. SPS 325
APPENDIX A

APPROVED BAND
OR RIM JOIST

NAIL SOLE PLATE TO
JOIST PER TABLE

IN CH. SPS 325
APPENDIX A

APPROVED BAND
OR RIM JOIST

WALL BRACING

INTERMITTENT BRACING

®

L A
CONTINUOUS SHEATHING

INRRRRRNRRRNAR

GYPSUM BRACING

©

CONTINUOUS
SHEATHING &
EXTENDED HEADERS
FIGURE 321.25-A
W/PROPER HOLD
DOWNS

©

(ADJ. AS NEEDED PER HEAT LOSS CALC.)
35'-3"

FRAMED WALLS ADJUSTED OUT 1.5" TO ACCOMMODATE FOR 2" FOAM

FIRST FLOOR AREA 1645 SF
TOTAL AREA 1645 SF
GARAGE FLOOR AREA = 848 SF
e | %
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FRAMED WALLS ADJUSTED OUT 1.5" TO ACCOMMODATE FOR 2" FOAM
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EXPRESSED WRITTEN PERMISSION OF DREXEL

BUILDING SUPPLY INC. DREXEL BUILDING
SUPPLY INC. RESERVES THE RIGHT TO USE ALL
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PLANS AND CHECKING THEM FOR ACCURACY,
THE OWNER/GENERAL CONTRACTOR ASSUMES
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DIMENSIONS, AND IS RESPONSIBLE FOR ANY
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NEW HOME PLAN SPECIFICATIONS

FOUNDATION INFORMATION
¢ HOUSE FOUNDATION
8" x 8'-0" POURED CONCRETE WALL
¢ GARAGE FOUNDATION
6" x 4'-0" POURED CONCRETE WALL
¢ PORCH/PATIO FOUNDATION (UNEXCAVATED)
6" x 4'-0" POURED CONCRETE WALL (MIN. 4'-0" TALL)

e WALL THICKNESS FOR REPRESENTATION ONLY-
MASON/CONTRACTOR TO VERIFY

e FINAL WALL/POST FOOTING SIZE AND DEPTH
DETERMINED BY CONTRACTOR

e MASON TO LOCATE PILASTERS AND SIZE FOOTINGS PER
CODE AND SOIL CONDITIONS

e WINDOWS/DOORS TO BE SET IN CONCRETE WALL- MAKE
R.O. 3” BIGGER IN WIDTH AND HEIGHT

e BEARING WALLS TO SIT ON MIN. 16” X 8"CONT.
CONCRETE FOOTINGS, STUDS @ 16” O.C.

WALL INFORMATION
* STUDS @ 16" O.C. (UNLESS NOTED/SHOWN OTHERWISE)
+ HOUSE EXTERIOR
FIRST FLOOR WALL HEIGHT: 2 x 6 x 8' 1 1/8"
(UNLESS NOTED/SHOWN OTHERWISE)
« HOUSE INTERIOR
FIRST FLOOR WALL HEIGHT: 2 x 4 x 8' 1 1/8"
(UNLESS NOTED/SHOWN OTHERWISE)
* GARAGE
WALL HEIGHT: 2 x 4 x 9'-3 1/4"
(UNLESS NOTED/SHOWN OTHERWISE)

FELOOR SYSTEMS
e BASEMENT
4" CONCRETE SLAB
¢ FIRST FLOOR
11 7/8" I-JOIST @ 16" O.C.
e STANDARD LOADING (PER SQ. FT.)
40# LL. 15# DL.
e ADDITIONAL LOADING (PER SQ. FT.) (WHEN APPLICABLE)
10# DL. FOR TILE FLOOR
13# DL. FOR GYPCRETE.(1.5" THICK)
20# DL. FOR FIREPLACE FACE/HEARTH
25# DL. FOR GRANITE/QUARTZ

¢ DEFLECTION: LL=L/480, TL=L/360
e DURATION OF LOAD: 1.00%

ROOF SYSTEMS

« ENGINEERED WOOD TRUSSES @24" O.C.
DESIGNED FOR: ZONE 2

« STD. LOADING (PER SQ. FT.)
30# TCLL, 10# TCDL, 10# BCDL

o DEFLECTION: LL=L/240, TL=L/180

« DURATION OF LOAD: 1.15%

HEADERS

e STANDARD HEADER
ALL HEADERS NOT LABELED AS LVL TO BE MIN. (2) 2x10'S
HEADER FOR ON-SITE (UNLESS VALUE ENGINEERED FOR
OFF-SITE CONSTRUCTION)

e TOP OF WINDOW R.O.S.
FIRST FLOOR @ 6'-11 3/8" ABOVE SUBFLOOR
(UNLESS NOTED/SHOWN OTHERWISE)

e MINIMUM OF (2) SHOULDER STUDS AT EACH END

FOR ALL OPENINGS 6’-0” AND LARGER

GENERAL INFORMATION

e ALL DIMENSIONS ARE TO THE ROUGH STUD (UNLESS

NOTED OTHERWISE)
2X6 WALLS=5 2", 2X4 WALLS =3 2"

e ALL DIMENSIONS ARE TO OUTSIDE OF FOUNDATION
WALLS/BRICK LEDGES

e GENERAL CONTRACTOR TO LOCATE THE FOLLOWING
ITEMS IN THE FOUNDATION (WHEN APPLICABLE)

FLOOR DRAINS, ELECTRIC SERVICES, WATER HEATER,
SUMP PIT + PUMP, FURNACE, GAS/LP LINE, BASEMENT,
WINDOWS,ETC.

e ACTUAL STEPS IN FOUNDATION WALLS AND LOCATION OF
WINDOW WELLS TO BE DETERMINED ON-SITE BY GENERAL
CONTRACTOR

e DECK FRAMING SPECIFICATION TO MEET OR EXCEED
REQUIREMENTS DEFINED WITHIN "APPENDIX B" OF THE WI
UNIFORM DWELLING

e ALL CABINET LAYOUTS ARE CONCEPTUAL-CONSULT
CABINET DESIGNER FOR EXACT SIZES AND LOCATIONS OF
CABINETS, APPLIANCES, AND WINDOWS

e ALL DOOR HEIGHTS ARE 6'-8" UNLESS NOTED/SHOWN

OTHERWISE
FIRST FLOOR AREA 1645 SF
TOTAL AREA 1645 SF

GARAGE FLOOR AREA 848 SF

RIDGE VENT
ASPHALT SHINGLES
ROOF FELT

1/2" OSB W/ H-CLIPS

ROOF TRUSSES @ @ 24" O/C
R-50 INSULATION

6 MIL. POLY

5/8" DRYWALL

HEEL HEIGHT-SEE ROOF PLAN

% PPN N A A A A
ALUM. FASCIA/SOFFIT
2X6 SUBFASCIA NOTE:
ROOF VENTING +
— HURRICANE
SIDING © CLIPS/TRUSS SCREWS
7/16° OSB = PER CODE
HOUSE WRAP ~
2X6 @ 16" 0/C -
FULL INSULATION )
4 MIL. VAPOR BARRIER 3/4" T&G OSB
1/2" DRYWALL 11 7/8" 1 JOIST @ 16" O/C
SPRAY FOAM INSULATION =} | o
SILL SEALJ I
2X8 TREATED SILL PLATE f i
GRADE VARIES .
. N
2" FOAM (ADJ AS NEEDED =
PER HEAT LOSS CALC) o
~

DAMPPROOFING
8" CONCRETE POURED WALL
CONCRETE FOOTING

FORM-A-DRAIN W/
BLEEDERS AS REQUIRED

S O O S

4" CONCRETE SLAB
6 MIL VAPOR BARRIER

N, —

GRAVEL FILL

TYPICAL WALL SECTION
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FINAL PLAN
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